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To BP Switch

VE.Bus BMS Connection Point
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To Ground (Shunt)

To DC Breaker To Fuse Box

RELAY-VTSMBP65

CABLE-18GA-2-GRY

LUG-6GA-RING-3/8

LUG-6GA-RING-3/8

BRKR-DC-BRKR-060A

LUG-6GA-RING-3/8

SWITCH-WALL

FSTSCW-612-SS

FSTSCW-612-SS

LUG-18GA-FAST-F

LUG-18GA-FAST-F

60 
Amp  

DC 
BreakerLUG-6GA-RING-3/8

+

  USB & 12 v.d.c.
         outlets

LUG-10GA-DISC-F

OUTLET-12USB

HS-RED-DWALL-1/2

CABLE-10GA-2-WHT

HS-BLK-DWALL-1/2

FSTSCW-834B
FSTSCW-834B

10ga 2-strand

LUG-6GA-RING-1/4

LUG-6GA-RING-1/4

LUG-6GA-RING-3/8

To On/Off Switch

BP65 Detail

CABLE-6GA-2-GRY

FUSEHLDR-MULT

Remove this wire on the 
BP, it will not be used.

LUG-10GA-SPD-8

LUG-10GA-SPD-8

HS-BLK-DWALL-1/2
LUG-6GA-RING-3/8

HS-RED-DWALL-1/2HS-RED-DWALL-1/2

HS-RED-DWALL-1/2HS-RED-DWALL-1/2

HS-RED-DWALL-1/2

6ga Cable
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